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FIBER CABLE SHALL MAINTAIN A MINIMUM 24" BENDING RADIUS AT ALL TIMES. CONTRACTOR SHALL DOUBLE LASH THE ENTIRE ROUTE AS DEPICTED. ONLY NEW HARDWARE, i.e. LASHING WIRE, LASHING WIRE CLAMPS, ETC., WILL BE ACCEPTED. LASHING WIRE CLAMPS SHALL BE PLACED 10" EACH FROM CENTER THROUGH BOLT, AND METAL STRAP WITH 1/4" SPACER SHALL BE PLACED 12" FROM CENTER THROUGH BOLT. CONTRACTOR SHALL RECORD SEQUENCE # OF FIBER CABLE AT EVERY POLE, MANHOLE, SLACK COIL  AND TAIL LOCATION.  CONTRACTOR TO PROVIDE PROJECT MANAGER WITH SEQUENCE NUMBERS AT PROJECT COMPLETION. SLACK COIL AND SLACK LOOP LOCATIONS SHALL BE DETERMINED ON CONSTRUCTION DRAWINGS. OVERLASHING OPERATIONS REQUIRE THE LOWERING OF EXISTING FIBER OPTIC CABLE SLACK COILS AND SPLICE CASES PRIOR TO OVERLASHING THE PROPOSED FIBER OPTIC CABLE (UNLESS OTHERWISE NOTED) FIBER CABLE SHALL NOT BE PULLED WITH MORE THAN 600 LBS. DYNAMIC TENSION. SAFEGUARDS SUCH AS 600 LB. BREAK AWAY SWIVEL AND A 600 LB. CLUTCH CAPSTAN MUST BE USED. CABLE LUBRICATION SHALL BE USED TO REDUCE PULLING TENSION.  LUBRICANTS MUST NOT CONTAIN ANY PETROLEUM PRODUCTS.  IRON RACKING SHALL BE PLACED IN MANHOLES TO SECURE SLACK COILS AND SPLICE CASES. ALL UTILITY POLE HARDWARE MUST BE TIGHTENED DURING LASHING OPERATIONS. LASHING WIRES SHALL BE TERMINATED IN A MANNER SO AS NOT TO CROSS ONE ANOTHER OR ANY OTHER SHARP OBJECTS, WHICH MIGHT CREATE FUTURE BREAKS IN THE WIRE.  ENDS OF LASHING WIRE AND METAL STRAPS SHALL BE TRIMMED, TUCKED, AND KEPT NEAT. FIBER OPTIC WARNING TAGS SHALL BE PLACED AT EVERY WORK POLE, MANHOLE, SLACK COIL, SPLICE CASE AND WHERE SO INDICATED BY PROJECT MANAGER.
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BALLENGER AVE

CONSTRUCTION NOTES:

1) UTILITIES LOCATIONS AND ROW SHOWN ARE BASED ON RECORDS AND FIELD
    OBSERVATIONS.  ALL UTILITIES MUST BE VERIFIED.
2) THE CONTRACTOR WILL BE RESPONSIBLE TO PERFORM TRENCHING
    OPERATIONS IN COMPLIANCE WITH OSHA GUIDELINES.
3) SURFACE RESTORATION WILL BE COMPLETED AND MAINTAINED TO THE
    SATISFACTION OF THE PROPERTY OWNER OR OTHER PERMITTING AUTHORITY.
4) ALL WORK WILL BE PERFORMED UNDER PERMIT TO THE APPROPRIATE AUTHORITY,
    FOLLOWING ANY AND ALL RESTRICTIONS OR APPROVED REVISIONS.
5) FULL SIDEWALK PAD REPLACEMENT REQUIRED.
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